MERCURY STORAGE FACILITY
INSPECTION REPORT

pATE: 7-29-2020

CRITICAL DEFICIENCIES = A

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
A4 PACKAGING
A5 MARKINGS

EREE

A6 STORAGE CONFIGURATION

FACILITYID: HwaD _110-52

MAJOR DEFICIENCIES =B

B1 PORTABLE DOCK (if present)

[]
L]

FAC

B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B4 INVENTORY RECORD CARD

MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

B5 HOUSEKEEPING
ILITIES

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL
SYMBOLS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD
ADs CRACKS IN WALLS EXCEEDING 1/4* IN WIDTH

AD& WAREHOUSE FOUNDATION/STEPS - EVIDENCE
OF DETERIORATION

Ap7 HOLES IN THE ROOF

AD8 CO, FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

MAJOR DEFICIENCIES = BD { MINOR DEFICIENCIES = CD

BD1 DOCRS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cD1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannot access/missing/damaged/defective vent screens

cD2 EXCESSIVE VEGETATION

cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
CD4 EVIDENCE OF RAT INFESTATION I.E., NESTS, DROPPINGS

4l

NO DEFICIENCIES NOTED
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DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014



8828 OF w @ jo uuoj pajerauab-raindwod e ) spL O£ WdOd Hvia

o~ LE~L +ene
JUNLYNDIS S0 31va g et JUNLYNDIS vat {1ird Jo wdf 1) YOLDIISNI O INYN B
HSHLD (]
AlQ [Ruswwaweg 505
I Bjpyseiieuruaqol B Jetuuey QVAH/WSYIO
"' porous 88y 95Se = SEVNSIVIT NOJLNEWLSIO Lt
“{Aurnone |0 00339 ) puziaq [Epawal i peesoxd o) Tr hgos; 0 jodep aBuas A pernwcs 8 o SNOILYONIWWOISY 9t

asn Ainuay 10} PAZPIOLING S| LUOJSIBA (T ULICH HYIC SIYL-
Bupad e} Jo Gupjest Jo a3UBPJAS OU LM PEU|TILOD S| PUR Pa|jHans Sam Lndial Jo Alojueau) |20 )-

| 0 0} o'0 wos) pebuws sbujpeey-
+a)s] uopaedsu| yaus

u) sajdwes Jje BOZ }96(10 O pAsH alam a1 s¥0 A1va 3).v0 VO ZEO00S0S 'S.N/E SO [9POW aviosaf-
SHUYWAY 51
¥/N 98 - HIND 1W
YN YN 0 62 WNE9 mng
SONNOd ' a
LHEHZM 13N Uty e 13N (2) ssouo (1) 0 P a 5w oy oty *
IHOIBN WLOL 1 (V3 LINN 20 AMDIIVM  N3LTWVIO  LHOEH  HIONTD  HLGIM "9 ey WYHOOWd

ANNJO  HIEAH TYIDL

SLNA H3HLO MO S§3d "SH3NIVINOD 40 NO 14180530 »t

o
mssviaied| nssvoizfissvioit) SYITLLAS JPPUN [}] SSRED U JVGUIAL DB BAID) BIBUINUCD O UBIPUSD D) SN YIHLO
X mnuey a0RIOIS Gl U] POGUISALY 88 PRI AIY TN JO/PUE S8)id "LSLIEW0D IV B BO S3d
X {egeopdde §) Luo ¥204J) BIUENG] Jednid U] PRIOIS § (BHOIBY Y SHINIVANOD €1
SluslLRNEayY ey Gbw0)S PUB YooqpUeH uoioadsy) sEEsien| NOILIS10Hd 34 4
X pUE BIUBINESY AIEND HWh SIUBPICOR U papivud Buiag B LoiRw0Id @il PUR Alundag) ONV ALNND3S 21
X WNoa pendWoD JojpUe [PNRE e seute pua Buisod SEI SPIU0! kL Wal U} Pa)eamy Aguend SLUNN L
VIN pajeg ) aeq oN MM se]  aiw stunsododen By
YIN PaIsod U3eq GARY BAUILE | 1Y) PaULYUS) MLBUBN 10030 V| SaHOJ3Y O
X 0C G013 pUB LOREIOHY ‘BURBLILILIG] LOHPUWSU0T) UDRBIAR)U! UOHBIOUSIOG 0 0] B (BUOIeN &
X [enuy adaio)g e U] Pequatald JAUUBYY S U) PAIIS 6] jEUBiay Y IVIHILYWN 6
X JapID Poot) U] peutiviei GlY §BN(IPEL S0R0IS ‘8]
X (enuayy 2821015 oY1 bl PEGUISRL BAAL BY) o Ay nngxd [T _v_l ISVHOLS B
OoN S3A (SITOd 88 840000% UL “ERRALDD DU RS} Y3HY NO 1D3dSN
v S6Cc-ETT (B0L) Josjuadng s[epalew JBAIENS V1A ‘SelIEw Haqoy
1x3 ! 3000 0 ON T3l W2 TYiHILYN 80d T18 SNODSIY NOSH3d 30 J1UL ONY YN 2
ey sbuuois vadp saty deQ) 0262-L 3
014 tesnoyeIeMm LONEDD] QSROUNBA DiRads pun ' 1
efmos| 0zZ-gi-g v
pedhy'y 1sv1 0
\JIN ON i ¥ Aipounyod AN SWolMEH
¥ seaay 33w1015 pun LInaagy jo vopsadsug Ajsaramndy o ediy OvAMH-WE-Y10
ON [Opes € pue oweN Ayipe 10 10da( jo uojiead) pus BWRN 1

NOILISdSNI 3 NHIOLS JO NOILYD! LON



MERCURY STORAGE FACILITY

DATE: _7-29-2020 INSP
[ CRITICAL DEFICIENCIES = A

A1 SAFETY IN STORAGE

ECTION REPORT FACILTYID: Hwap  110-66

MAJOR DEFICIENCIES =B

Bt PORTABLE DOCK (If present)

A2 EVIDENCE OF LEAKING

A3 HIGHVAPOR CONCENTRATION LEVEL _ _
A4 PACKAGING D

A5 MARKINGS

o0d

A6 STORAGE CONFIGURATION

D AD1 MISSING/INCORRECGT FIRE AND/OR CHEMICAL
SYMBOLS

D AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD
AD5 CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH

ADE§ WAREHOUSE FOUNDATION/STEPS - EVIDENCE

B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B4 INVENTORY RECORD CARD

MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

B5 HOUSEKEEPING

8p1 DOCRS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

8D2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cD1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannol access/missing/damaged/defective vent screens

EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

cD2 EXCESSIVE VEGETATION

OF DETERIORATION
| ap7 HOLES IN THE ROOF [ ]cps INCORRECT LOCK OR NON-FUNGTIONING LOCK
__>om CO, FIRE SUPRESSION SYSTEM SHOWS H_ooa EVIDENCE OF RAT INFESTATION 1.E., NESTS, DROPPINGS

NO DEFICIENCIES NOTED

COMMENTS CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED

07/29/2020

IGNATURE/DATE DLA

DZHC 635 E

SIGNATURE/DATE

6/2014
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MERCURY STORAGE FACILITY

DATE: 7-29-2020 INSPECTION REPORT FACILTYID: hwap _110-77
[ CRITICAL DEFICIENCIES = A MAJOR DEFICIENCIES = B
A1 SAFETY IN STORAGE B1 PORTABLE DOCK (if present)
A2 EVIDENCE OF LEAKING 82 RECORDS MISMATCH
A3 HIGH VAPOR CONCENTRATION LEVEL B3 ITEM LOCATION MISMATCH
A4 PACKAGING B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
| | Asmarkings ADJUSTMENT
=H__ A6 STORAGE CONFIGURATION H_ B5 HOUSEKEEPING
FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD
AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL 801 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION
AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED, B8D3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE
TORN OR UNSERVICEABLE
D AD4 LOOSE/BROKEN DOCK BUMPERS POSING A BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
SIGNIFICANT HAZARD WORKING PROPERLY
aDs5 CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cp1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannol access/missing/damaged/defective vent screens
AD§ WAREHOUSE FOUNDATION/STEPS - EVIDENCE cD2 EXCESSIVE VEGETATION
OF DETERIORATION
AD7 HOLES IN THE ROOF cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
AD8 CO;, FIRE SUPRESSION SYSTEM SHOWS [ |cDa EVIDENGE OF RAT INFESTATION LE., NESTS, DROPPINGS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED 64 NODEFICIENCIES NOTED

o+

COMMENTS {CONTINUE ON REVERSE IF ADDITIONAL SPACE 1S REQUIRED)

7,2._\? ool _LD%_\ ripplivig

ﬂm\\”& 07/29/2020

©LA BIGNATURE/DATE DLA SIGNATURE/DATE

DZHC 635-E REV 4 6/2014



88290 0t 0 )o uuoj pajesaual-jandwod a s Sy 0 WO HY1I0

Q- Le~L Jom 4R
FHLYNDIS 30 3Lv0 9 6 JUNLYNDIS vat (wud Jo edf1) YOLITLSNI S0 INVN BL
HSHIO a
AQ [BrIBWLARLE JOS
"Bl Pusseiy e Bago) B ieoceuey QvAMHMSAIO
mu'e p@oun sgd eesel [£:1] SEMSYIa NOILNAIYLSIO 2L
“flapogne j¢ edooy Sy) pricAq ShA Tl EEew) pm Pedoaid ] LOREIVEGING b L) 20 1odep sBLNS £q PennEE o4 B) Kgd SNOILYONIWWOOSY ot

ast AINDJely 10} PAZIOLINE S| UOJRIBA OF WO Y HYIC SIYL-
dwe) so 5upja) jo BIUARIAG OU LIIM POUIEIUCD S| PUR Pajjuas sem Lnaiap o Aojueaw @0 ]~

Y B wo) pabues sbujpeey-
Q 0 0 0 ‘a|s} uojiaedsu) ysree

Uy sdwes Jje BAT 198]103 C) PASN 24aM 31vo F1va Zvi00 21vQ I ZEODOSOS 'S.N/S SOSF 1apoy awolaf-
SHUYINDY &1
v ] or HIND 1N
YN VIN 62 WNYa L gl
SONNDd ] L]
IHDI3M 13N MW Tyl meand 13N () ssouo 1) ? P 2 | =0 oyaq by .
AHSIAM TYLOL (V) 1NN 40 LHDI3M HILISHIVIO  LHOISH HIONE HIDAM 'R aidedly  WYMO0H

SURNAO HADN TVIDL

SLING 43H10 H0 S3d "SHINIVINOD 30 NO 1J4iH2S3a ri

%
Mmssv1a )| nssvialzlissvioit) SYBLIAY JOPUN (] SSEE) LY JEGIINL DTS BAID)) RIBLITIUOT JO UOYIRUCD D) SLINM ¥SHL0
X [EnuBp SBRIOIS Gt U] POGIDITEG B8 PRWIEY iy SN JOJPUG 6B WUIBWOD 1Y 6 H¥O STId
X {aqeande j) Ao YIRYD} TeUEII0] Jadaid U pRIOlS B [BURlB Y] SHSNIVINDD €1
siuawalnbay Buey S0BICIS PUR ¥ooqPUSH tofdaday) sjepate] NOLLDTLO0H 3 o
X puB GaubINERY ApEnD itk SoUBRNCS3E U Papircrd Bulq 040 uo|RsIald Gt pue Aundeg ONV ALIMNDAS 21
X JUnEa pRNAILD 1O/pUB [BRIE L SOUNE pul Buisod SES S1PIURI bl Wal U) PRIBIRY AluenD) SL'NN 4t
YN pelag ON HSO L] O MY 15U ‘ae sbunsod 1odeq g|
¥IN Paisc UDRG BARY BOLIUS |[B 18Y) PRLLYLOD) JORBUBI 1006 'YV 5QH0JE8 01
X VOIS0U PHE UOHBIBIN BUIBUAMWOD UONEU WEju0?Y) UDREISO)N] UOIRIONGI JO 8343 § [THWIEN B
X lenusy aBrICIS oY) U) PIGLISAI 1LLBYY B U| PRIOIS S| [usie “V| WIYALYN &
X 1[I0 peod u| peumiuiey Ay So4|Ded edewis g
X 1Bnuey SHRI0IS B U] PRGOS BAAL Sy} 0 WY senPed ebwols '!| 3OYHOLS 9
ON S3A (BB SAq0000 U WO (A VS Y2HY NOILI3JSN
vy S6Z2-ECT (£0L) JOSIAJBONS S[EUBIEN DIBAENS V1Q SelUIeW Wanoy
1%3 B 3000 80 ON 31 VL TVILILYW §0d T8 SNOJSIY NOSH3d JO TLLLL ONY SHVN 4
By RBaiciS Uad) ey dag 0z-62-L 3
~0L 1 :98NOYBIBAL uoiledo| esnoyeA) Jynads puB 1
atwaig| pz-gL-¢ v
jo 8df) g 1577 V] d
WiN ON at ¥ Aipounuc) AN SLoyMEH
¥ su24y 23ramis pue £am2a3py Jo vopsadsug Lj4a1anndy Ja eddy QOvMH-NS*YIa
ON [BPRS € pud SWEN 2 Ayped 2 jodaq jo uolieaa PUB BWEN 4

NOILOSdSNI 3dMI0LS J0 NOILYIIZLON



MERCURY STORAGE FACILITY
paTE: _7-29-2020 INSPECTION REPORT FACILITYID: Hwap 110-78

| CRITICAL DEFICIENCIES = A MAJOR DEFICIENCIES =B
A1 SAFETY IN STORAGE B1 PORTABLE DOCK (If present)
A2 EVIDENCE OF LEAKING B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY

A3 HIGH VAPOR CONCENTRATION LEVEL

A4 PACKAGING

I
L
[ ]

[ ] aswmaremes ADJUSTMENT
D A6 STORAGE CONFIGURATION B5 HOUSEKEEPING
FACILITIES
MAJOR BEFICIENCIES = BD/ MINOR DEFICIENCIES = CD
D AD1 MISSING/INCORRECT FIRE AND/CR CHEMICAL BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS BD2 BROKEN LIGHTING WITHIN THE S!TE - SPECIFY GRID LOCATION
AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED, BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
SIGNIFICANT HAZARD WORKING PROPERLY
ADS CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cpi DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged! missing
hinges, cannol access/missing/damaged/defective venl screens
ADE WAREHOUSE FOUNDATION/STEPS - EVIDENCE cD2 EXCESSIVE VEGETATION
OF DETERIORATION
AD7 HOLESIN THE ROOF cD3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
AD8 CO,FIRE SUPRESSION SYSTEM SHOWS [ |cp4 EVIDENCE OF RAT INFESTATION ILE., NESTS, DROPPINGS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED N _ NO DEFICIENCIES NOTED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

NotHn wall floor vipfling

DLA SIGNATURE/DATE

DZHC 635-E REV 4 6/2014
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DATE: 7-29-2020

MERCURY STORAGE FACILITY

"

INSPECTION REPORT FaciLTYID: Hwao  110-87

| CRITICAL DEFICIENCIES = A

MAJOR DEFICIENCIES =B

| A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING
A3 HIGH VAPOR CONCENTRATION LEVEL

D A4 PACKAGING

B1 PORTABLE DOCK (If present)

82 RECORDS MISMATCH

_ _ B3 ITEM LOCATION MISMATCH

_H_ B4 INVENTORY RECORD CARD
MISMATCHAINCOMPLETE, UNAUTHORIZED QTY

AD3 GEC-MEMBRANE FLOOR DAMAGED, RIPPED
TORN OR UNSERVICEABLE

AD4 LOOSE/BROKEN DOCK BUMPERS POSING A
SIGNIFICANT HAZARD

ADg WAREHOUSE FOUNDATION/STEPS - EVIDEN
OF DETERIORATION

AD7 HOLES IN THE ROOF
AD8 CO; FIRE SUPRESSION SYSTEM SHOWS

EVIDENCE OF CORROSION, INTRUSION OR IS

PHYSICALLY DAMAGED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL

A5 MARKINGS ADJUSTMENT
A& STORAGE CONFIGURATION B5 HOUSEKEEPING
FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD
AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

D AD5 CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cp4 DOOR DEFECTS - Missing ground, missing/broken door hooks, brokenidamaged missing

hinges, cannol access/missing/damaged/defeclive vent screens
CE cp2 EXCESSIVE VEGETATION

cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
CD4 EVIDENCE OF RAT INFESTATION I.E., NESTS, DROPPINGS

| NO DEFICIENCIES NOTED

SPACE IS REQUIRED)

Nbttin uall floo vipli

@

~ 0w20/2020

SIGNATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4

6/2014
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MERCURY STORAGE FACILITY
INSPECTION REPORT FACILITYID: Hwap _ 110-88

DATE: 7-29-2020

CRITICAL DEFICIENCIES = A

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
A4 PACKAGING

EEEE

A5 MARKINGS
A6 STORAGE CONFIGURATION

AD{ MISSINGAINCORRECT FIRE AND/OR CHEMICAL

SYMBOLS

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,

TORN OR UNSERVICEABLE

AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD

ADs CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH

ADS WAREHOUSE FOUNDATION/STEPS - EVIDENCE

OF DETERIORATION

| | Aoy HOLES IN THE ROOF

|AD8 CO. FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

MAJOR DEFICIENCIES = B

B1 PORTABLE DOCK (If present}

B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B4 INVENTORY RECORD CARD

MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

B5 HOUSEKEEPING

1]

FACILITIES

MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cp1 POOR DEFECTS - Missing ground, missing/broken door haoks, broken/damaged! missing
hinges, cannot access/missing/damaged/defective vent screens

cbh2 EXCESSIVE VEGETATION

[ ]cpa INCORRECT LOCK OR NON-FUNCTIONING LOCK
| |cD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

by

NQ DEFICIENCIES NOTED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

North wll b.oo.\ S.Em__‘sw
N

; /129/2020
NATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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pate: 7-29-2020

MERCURY STORAGE FACILITY

CRITICAL DEFICIENCIES = A

INSPECTION REPORT FaCILTYID: Hwap 110-89

MAJOR DEFICIENCIES =B

A1 SAFETY IN STORAGE B1 PORTABLE DOCK (If present)
A2 EVIDENCE OF LEAKING B2 RECORDS MISMATCH
D A3 HIGH VAPOR CONCENTRATION LEVEL B3 ITEM LOCATION MISMATCH
D A4 PACKAGING B4 INVENTORY RECORD CARD
MISMATCH/ANCOMPLETE, UNAUTHORIZED QTY
[ ] asmarkies ADJUSTMENT
| | A6 STORAGE CONFIGURATION BS5 HOUSEKEEPING
FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD
AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS 802 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION
AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED, BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A BD4 WIND SOCK POLES ARE NOT IN PLAGE AND WIND SOCKS ARE NOT
SIGNIFICANT HAZARD WORKING PROPERLY
ADS CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cD1 DOOR DEFECTS - Missing ground, missing/broken door hooks, braken/damaged/ missing
hinges, cannot access/missing/damaged/defective vent screens
ADE WAREHOUSE FOUNDATION/STEPS - EVIDENCE cD2 EXCESSIVE VEGETATION
OF DETERIORATION
ADy HOLES IN THE ROOF | .03 INCORRECT LOCK OR NON-FUNGTIONING LOCK
AD8 CO, FIRE SUPRESSION SYSTEM SHOWS CD4 EVIDENCE OF RAT INFESTATION I.E., NESTS, DROPPINGS

EVIDENCE OF CORROSION, INTRUSION OR IS

PHYSICALLY DAMAGED m NO DEFICIENCIES NOTED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

ab_\__\v wall .m%\ _\_,,%\mxw

T~

ﬁ\l\t\m&momo

Dulr%z>ﬂcmmc>4m DLA SIGNATURE/DATE

DZH

C 635-E REV 4

6/2014
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DATE: 7-29-2020

MERCURY STORAGE FACILITY
INSPECTION REPORT FACILITY ID: HWAD 110-92

CRITICAL DEFICIENCIES = A

MAJOR DEFICIENCIES =B

L1
Ll
L1
L]

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
A4 PACKAGING

B1 PORTABLE DOCK (If present}

B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY

]

A5 MARKINGS ADJUSTMENT
A6 STORAGE CONFIGURATION B5 HOUSEKEEPING
FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD
AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED
TORN OR UNSERVICEABLE

AD4 LOOSE/BROKEN DOCK BUMPERS POSING A
SIGNIFICANT HAZARD

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

ADs CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cD4 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged! missing

AD& WAREHOUSE FOUNDATION/STEPS - EVIDEN
OF DETERIORATION

hinges, cannot access/missing/damaged/defeclive vent screens
CE cD2 EXCESSIVE VEGETATION

AD7 HOLES IN THE ROOF

AD8 CO; FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

COMMENTS {CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
CD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

|  NODEFICIENCIES NOTED

Pl e~

Zmlxr will %&&x E.\\\,,xnm

L (7/29/2020
D ATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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MERCURY STORAGE FACILITY

DATE: 7-29-2020 INSPECTION REPORT FACILTY ID; hwap _110-93
| CRITICAL DEFICIENCIES = A MAJOR DEFICIENCIES = B
A1 SAFETY IN STORAGE B1 PORTABLE DOCK (if present)
A2 EVIDENCE OF LEAKING 82 RECORDS MISMATCH

_H__ A3 HIGH VAPOR CONCENTRATION LEVEL

B3 ITEM LOCATION MISMATCH

A4 PACKAGING _H_ B4 INVENTORY RECORD CARD
MISMATCHANCOMPLETE, UNAUTHORIZED QTY
A5 MARKINGS ADJUSTMENT
A6 STORAGE CONFIGURATION I_ B5 HOUSEKEEPING
FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD
AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL 801 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
SYMBOLS AND CANNOT BE SECURED
AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION
AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED, B8D3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
SIGNIFICANT HAZARD WORKING PROPERLY
ADs CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH cp1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannol access/missing/damaged/defective vent screens
ADS WAREHOUSE FOUNDATION/STEPS - EVIDENCE cD2 EXCESSIVE VEGETATION
OF DETERIORATION
AD7 HOLES IN THE ROOF I_O_uu INCORRECT LOCK OR NON-FUNCTIONING LOCK
AD8 CO, FIRE SUPRESSION SYSTEM SHOWS .|_nUa EVIDENCE OF RAT INFESTATION |.E., NESTS, DROPPINGS
EVIDENCE OF CORROSION, INTRUSION OR 1S
PHYSICALLY DAMAGED L /|  NODEFICIENCIES NOTED

4

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

—||ZQ.\$\, wil ( b&.\ 5\\\\50\

\/W\r\.fﬁl\ov\mm\mowo

@z>qcxmc>ﬂm DLA SIGNATURE/DATE

DZHC 635-E REV 4

6/2014
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MERCURY STORAGE FACILITY

pDATE: 7-29-2020

INSPECTION REPORT FACILITYID: Hwap __110-94

CRITICAL DEFICIENCIES = A

MAJOR DEFICIENCIES =B

L]
L]

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
A4 PACKAGING

A5 MARKINGS

AB STORAGE CONFIGURATION

81 PORTABLE DOCK (If present)

B2 RECORDS MISMATCH

D B3 ITEM LOCATION MISMATCH

_H_ B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

_ _mmIOCmm_Amm_u_ZO

FACILITIES
MAJCR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD

]

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED}

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL
SYMBOLS

Ab2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD
AD5 CRACKS INWALLS EXCEEDING 1/4" IN WIDTH

ADS WAREHOUSE FOUNDATION/STEPS - EVIDENCE
OF DETERIORATION

AD7 HOLES IN THE ROOF

AD8 CO;FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cpt DOOR DEFECTS - Missing ground, missingforoken door hooks, broken/damaged/ missing
hinges, canno! access/missing/damaged/defective vent screens

CD2 EXCESSIVE VEGETATION

cn3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
CD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

B NO DEFICIENCIES NOTED

Nordh  wall .Doe_\ \:\E\,sw

el
— \e__ o¥oro20

{DLA SIENATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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MERCURY STORAGE FACILITY

DATE: 7-29-2020

INSPECTION REPORT FACILITYID: Hwap  110-85

CRITICAL DEFICIENCIES =A

MAJOR DEFICIENCIES =B

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL

Ad PACKAGING

D A5 MARKINGS

| | assTORAGECONFIGURATION

B1 PORTABLE DOCK (If present)

B2 RECORDS MISMATCH
B3 ITEM LOCATION MISMATCH

L]
H_ B4 INVENTORY RECORD CARD
=]

MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

B5 HOUSEKEEPING
FACILITIES

MAJOR DEFICIENCIES = BR / MINOR DEFICIENCIES =CD

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL

SYMBOLS

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,

TORN OR UNSERVICEABLE

AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD

AD5 CRACKS IN WALLS EXCEEDING /4" IN WIDTH

ADS§ WAREHOUSE FOUNDATION/STEPS - EVIDENCE

OF DETERIORATION

| []ap7 HOLES IN THE ROOF

|

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

_ AD8 CO, FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cp1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannot access/missing/damaged/defeclive vent screens

cD2 EXCESSIVE VEGETATION

cp3 NCORRECT LOCKOR NON-FUNCTIONING LOCK

CD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

E NO DEFICIENCIES NOTED

4 Novh - wol / *uwo&\ rigplivg
o~

e _eh202020

(DLA FIGNATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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MERCURY STORAGE FACILITY

paTE: 7-29-2020

INSPECTION REPORT

CRITICAL DEFICIENCIES = A

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL

A4 PACKAGING

]
(]

A5 MARKINGS
A6 STORAGE CONFIGURATION

FACILITYID: Hwap 110-96

MAJOR DEFICIENCIES =B

B1 PORTABLE DOCK {If present)

B2 RECORDS MISMATCH

_H_ B3 ITEM LOCATION MISMATCH

L]

B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

B5 HOUSEKEEPING

FACILITIES

MAJOR DEFICIENCIES = BD/ MINOR DEFICIENCIES = CD

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL

SYMBOLS

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,

TORN OR UNSERVICEABLE

AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD

ADs CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH

ADS WAREHOUSE FOUNDATION/STEPS - EVIDENCE

OF DETERIORATION
AD7 HOLES IN THE ROOF

AD8 CO;FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSIOCN OR IS
PHYSICALLY DAMAGED

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY

AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT

WORKING PROPERLY

cD1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing

hinges, cannot access/missing/damaged/defeclive vent screens

¢D2 EXCESSIVE VEGETATION

=

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE 1S REQUIRED)

| cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK

CD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

NO DEFICIENCIES NOTED

INY2 2 ,?oox b.nxr,:o\

o)

07/29/2020

E SIGNATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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MERCURY STORAGE FACILITY

pDATE: 7-29-2020

INSPECTION REPORT FACILITY ID: HWAD  110-97

E

CRITICAL DEFICIENCIES =A

MAJOR DEFICIENCIES =B

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
Ad PACKAGING
A5 MARKINGS

Oo0o

A6 STORAGE CONFIGURATION

B1 PORTABLE DOCK (If present)

B2 RECORDS MISMATCH

B3 ITEM LOCATION MISMATCH

B84 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

] L

B5 HOUSEKEEPING
FACILITIES

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL
SYMBOLS

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,
TORN OR UNSERVICEASBLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD
ADS5 CRACKS IN WALLS EXCEEDING 1/4" IN WIDTH

ADE WAREHOUSE FOUNDATION/STEPS - EVIDENCE
OF DETERIORATION

Ap7 HOLES IN THE ROOF

AD8 CO; FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR 1S
PHYSICALLY DAMAGED

\CQ\._\\Y will *;\D“.\ 3.\\?.:&

MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY
AND CANNOT BE SECURED

BD2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4 WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT
WORKING PROPERLY

cD1 DOOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannol access/missing/damaped/defective venl screens

cD2 EXCESSIVE VEGETATION

[ ]cpa INCORRECT LOCK OR NON-FUNCTIONING LOCK
| ]cp4 EVIDENCE OF RATINFESTATION LE., NESTS, DROPPINGS

&/ NO DEFICIENCIES NOTED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

=t A £ 57202020

@_Qza.cmm__o.p._.m e

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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MERCURY STORAGE FACILITY
INSPECTION REPORT

DATE: 7-29-2020

CRITICAL DEFICIENCIES = A

A1 SAFETY IN STORAGE

A2 EVIDENCE OF LEAKING

A3 HIGH VAPOR CONCENTRATION LEVEL
A4 PACKAGING

A5 MARKINGS
AB STORAGE CONFIGURATION

000C

s

FACILTYID: HwaD 110-98

MAJOR DEFICIENCIES = B

B1 PORTABLE DOCK (If present)

B2 RECORDS MISMATCH

u B3 ITEM LOCATION MISMATCH

Ill_ B4 INVENTORY RECORD CARD
MISMATCH/INCOMPLETE, UNAUTHORIZED QTY
ADJUSTMENT

_ _ B5 HOUSEKEEPING

AD1 MISSING/INCORRECT FIRE AND/OR CHEMICAL
SYMBOLS

AD2 DAMAGED OR DEFECTIVE CONTAINMENT CURBS

AD3 GEO-MEMBRANE FLOOR DAMAGED, RIPPED,
TORN OR UNSERVICEABLE
AD4 LOOSE/BROKEN DOCK BUMPERS POSING A

SIGNIFICANT HAZARD
5 CRACKS IN WALLS EXCEEDING 1/4" INWIDTH

AD

ADE WAREHOUSE FOUNDATION/STEPS - EVIDENCE
OF DETERIORATION

Ap7 HOLES IN THE ROOF

AD8 CO, FIRE SUPRESSION SYSTEM SHOWS
EVIDENCE OF CORROSION, INTRUSION OR IS
PHYSICALLY DAMAGED

COMMENTS (CONTINUE ON REVERSE IF ADDITIONAL SPACE IS REQUIRED)

FACILITIES
MAJOR DEFICIENCIES = BD / MINOR DEFICIENCIES = CD

BD1 DOORS AND/OR WINDOWS ARE NOT WORKING PROPERLY

AND CANNOT BE SECURED
B8D2 BROKEN LIGHTING WITHIN THE SITE - SPECIFY GRID LOCATION

BD3 VENTILATION REGISTERS ARE CLOSED, BROKEN AND/OR INOPERABLE

BD4a WIND SOCK POLES ARE NOT IN PLACE AND WIND SOCKS ARE NOT

WORKING PROPERLY
cp1 POOR DEFECTS - Missing ground, missing/broken door hooks, broken/damaged/ missing
hinges, cannot access/missing/damaged/defective vent screens

D2 EXCESSIVE VEGETATION

cp3 INCORRECT LOCK OR NON-FUNCTIONING LOCK
CD4 EVIDENCE OF RAT INFESTATION LE., NESTS, DROPPINGS

NO DEFICIENCIES NOTED

North wall gb&_\ .E}Ehso_

e ——

— U 07/29/2020

a8
__g GNATURE/DATE

DZHC 635-E

DLA SIGNATURE/DATE

REV 4 6/2014
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